CITY OF LODI 1” Water Service
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~N
J

Locate service 127
south or east of lot CL. Center box over valves.
Set box 1/2” to 1" above
Street surface S'dewok\ ex. ground or adjacent sidewalk.
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Trace wire #14 » : ‘
solid & coated 127 min.
(TW, THHN, Elbow House service
THWN or MTW) by others.
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; (Plastic service only)
f 187 min #4 rebar — 367 Iq.
1" service w/3—#10 wire ties.
See Note 1 See note 2.
Secure trace wire .
around fittings = 18" min. =
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Trench Section
Notes:
1. Maintain 24" clearance between tap and any coupling, fitting or
adjacent tap. Plastic services shall be looped approximately 6"
vertically or laterally to provide slack in the line. If the service is
installed in the same trench as the sanitary service, the water
service shall be installed without splices and the trench section
shown applies.
2. Backfill shall conform to Std. Plan 501. Sheet 1 of 4
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